The trench bottom should be wide enough for easy assembly of the joints.

The trench bottom should be stable enough to support the complete barrel of the pipe. If possible, the barrel of the pipe should rest on even and undisturbed soil.

If the ditch must be excavated deeper than the depth of the drainage pipe, place and tamp backfill material to provide uniform support for the pipe barrel.

Holes should be provided at each joint for each hub or coupling to allow for continuous support of the barrel along the trench bottom.

No hub pipe bedding

Hub and spigot pipe bedding

Underground Installation